
1. THE SYSTEM SHALL BE LOW VOLTAGE, PROTECTED PREMISES FIRE ALARM/CENTRAL STATION SERVICE,

    LOCATED AT: 1300 EARNEST BARRETT PKWY, KENNESAW, GEORGIA 30144

    ALARM SIGNAL SHALL BE  RECEIVED AT TYCOIS'S CENTRAL STATION AT 14200 E. EXPOSITION BLVD,

   AURORA, CO 80012  (U.L. LISTING #S994-183) (REF. NFPA 72,).

2. THIS SYSTEM SHALL BE EQUIPPED WITH A REMOTE ANNUNCIATOR FOR THE PURPOSE OF LOCAL ANNUNCIATION.

3. THIS SYSTEM SHALL COMMUNICATE WITH CENTRAL STATION VIA A DUAL LINE DIGITAL ALARM COMMUNICATOR

    TRANSMITTER (DACT). (REF. NFPA 72:26.3.3, 2013)

    A. THE DIGITAL ALARM COMMUNICATOR TRANSMTTER SHALL BE CONNECTED TO TWO (2) LOOP START TELEPHONE

         LINES. (REF. NFPA 72:26.6.3.2.1.5, 2013)

    B. TYCOIS'S CENTRAL STATION MONITORING FACILITY HAS TWO WATS TELEPHONE LINES.

        (TWO DIFFERENT NUMBERS) AVAILABLE FOR TRANSMISSION FROM THE FIELD. THE SECOND LINE IS PROVIDED BY A

        DIFFERENT SERVICE PROVIDER.

    C. THE DACT WILL CONSTANTLY MONITOR EACH PHONELINE AND WILL AUTOMATICALLY TRANSMIT A "TROUBLE" SIGNAL

        TO TYCOIS'S CENTRAL STATION, INDICATING WHICH, IF ANY, TELEPHONE LINE FAILED, VIA THE OTHER

        PHONE LINE AND SOUND A "LOCAL TROUBLE" WARNING ON SITE.

    D. THE DACT WILL CONSTANTLY MONITOR EACH PHONELINE TO CALL THE PRIMARY NUMBER AT TYCOIS'S

         CENTRAL STATION. IF THE DACT  IS UNABLE TO REACH THE PRIMARY NUMBER, 10 TOTAL ALLOWED ATTEMPTS BETWEEN

         THE TWO LINES, IT WILL  AUTOMATICALLY DIAL THE SECONDARY PHONE NUMBER.

    E. THE DACT IS PROGRAMMED TO AUTOMATICALLY INITIATE A TEST SIGNAL TRANSMISSION TO THE

        CENTRAL STATION AT LEAST ONCE EVERY 24 HOURS.

4. THE FIRE ALARM CONTROL PANEL (FACP) AND THE DACT SHALL BE POWER LIMITED (24 VDC, 3.0 AMP. MAXIMUM),

    AND DERIVE IT'S PRIMARY POWER (120 VAC, 2.3 AMP MAX.) FROM A DEDICATED 20 AMP CIRCUIT BREAKER, INDENTIFIED FIRE

    ALARM SYSTEM (LOCK OUT DEVICE SHALL BE PROVIDED ON BREAKERS). THE SYSTEM SHALL BE EQUIPPED WITH 24 HOUR

    STANDBY BATTERY. (SEE CALCULATIONS ON THIS SHEET).

5. THE SYSTEM SHALL BE GROUNDED IN ACCORDANCE WITH MANUFACTURER'S INSTRUCTIONS.

6. ALL POWER LIMITED WIRING SHALL BE SEPARATED FROM NON-POWER LIMITED ELECTRIC LIGHT POWER AND CLASS 1 CIRCUITS

7. ALL POWER LIMITED CIRCUITS SHALL BE PERMANENTLY IDENTIFIED AT THE DACT AND IN THE MAIN JUNCTION BOXES.

8. THE SYSTEM SHALL BE INSTALLED, UTILIZING U.L./NEC-760 APPROVED POWER LIMITED FIRE CABLE, AND/OR #14 TO #10 THHN

    APPROVED BUILDING WIRE, AS APPLICABLE.

9. THE DESIGN AND INSTALLATION SHALL COMPLY WITH NFPA 70, NATIONAL ELECTRICAL CODE, 2014 EDITION.

10. DESIGN AND INSTALLATION SHALL COMPLY WITH NFPA 72, NATIONAL FIRE ALARM AND SIGNALING CODE, 2013 EDITION.

11. SMOKE DETECTORS SHALL BE INSTALLED IN ACCORDANCE WITH NFPA 72 AND MANUFACTURER'S RECOMMENDATION FOR THE

      AREA OF INTENT.

12. WORST CASE VOLTAGE DROP SHALL NOT EXCEED 10%. (SEE CALCULATIONS ON THIS SHEET).

13. SUPERVISION:

      A. WIRING SHALL NOT BE LOOPED THROUGH DEVICES. WIRE MUST BE CUT FOR IN AND OUT CONNECTIONS.

      B. POINT, COMMON ANNUNCIATION AND T-TAPPING IS PROHIBITED.

      C. ALL WIRING TO THE INITIATING, NOTIFICATION DEVICES AND ANNUNCIATOR PANEL SHALL BE SUPERVISED.

      D. THE FACP SHALL TEST FOR BATTERY SUPERVISION EVERY QUARTER PAST THE HOUR.

      E. THE FACP SHALL TEST FOR AC FAIL EVERY HOUR.

      F. LOSS OF AC POWER OR BATTERY POWER SHALL INITIATE A TROUBLE SIGNAL ON THE FACP WITHIN 30 SECONDS OF OCCURRENCE.

14. THE SYSTEM SHALL BE ELECTRICALLY SUPERVISED SO THAT THE OCCURANCE OF A SIGNAL OPEN, OR GROUND FAULT ON ANY FIELD

      WIRING, OR FAILURE OF PRIMARY POWER SUPPLY, WILL CAUSE A VISUAL "TROUBLE" TO OCCUR AT THE FACP & REMOTE

      ANNUNCIATOR AND A "TROUBLE" SIGNAL SHALL BE TRANSMITTED TO TYCOIS'S CENTRAL STATION FOR APPROPRIATE ACTION.

15. INITIATING CIRCUITS SHALL BE CLASS "A", STYLE "6".

16. NOTIFICATION CIRCUITS SHALL BE CLASS "B", STYLE "Y".

17. AT COMPLETION OF PROJECT, A COPY OF THE "RECORD DRAWINGS" SHALL BE PROVIDED TO THE OWNER/OCCUPANT ALONG WITH

      WRITTEN OPERATING INSTRUCTIONS, AND MAINTENANCE/TESTING INFORMATION FOR THE FIRE ALARM SYSTEM.

18. AFTER INSTALLATION AND TESTING HAS BEEN COMPLETED AND WITNESSED BY A FIRE INSPECTOR FROM THE KENNESAW, GA.

      FIRE DEPARTMENT, A COMPLETED NFPA CERTIFICATE OF COMPLETION SHALL BE ISSUED FROM THE INSTALLING COMPANY

      AND PROVIDED TO THE FIRE DEPARTMENT AND BUSINESS OWNER.

FIRE ALARM NOTES

THIS IS AN EXISTING CORE SHELL FIRE ALARM SYSTEM, WE ARE ADDING NEW DEVICES TO ACCOMMODATE

THE NEW TENANT FINISH AREAS.

SCOPE OF WORK

KENNESAW MARKET PLACE

1300 EARNEST BARRETT PKWY

KENNESAW, GEORGIA

30144

FIRE ALARM SYSTEM TENANT

FINISH

PROPRIETARY AND CONFIDENTIAL

INFORMATION NOTICE:

This proposal, drawing(s) and related documentation (and the

information herein contained) is the proprietary, confidential and

trade secret information of TYCO INTEGRATED SECURITY, INC.,

Inc. ("TYCO") and is supplied upon the express conditions that: (1)

the same shall be returned to TYCO upon request, (2) no

reproduction of this documentation or any part thereof shall be

made without the express written permission of TYCO.

ATTENTION:

These drawings may contain confidential information and should not

be distributed.

DRAWING ACCEPTANCE:

This drawing is to be used only for the purpose of placing and

locating TYCO equipment and is not to be used for any other

purposes. It is the responsibility of the local TYCO Sales & Service

Office (SSO) to review the content of these drawings for accuracy

and compliance with local and state codes prior to releasing them to

the field.

NOTES:

1)  ALL APPLICABLE PERMITS SHALL BE

OBTAINED PRIOR TO STARTING WORK. WORK

SHALL COMPLY WITH ALL APPLICABLE CODES.

2) RECORD DRAWINGS (AS-BUILT) SHALL BE

ACCURATELY MAINTAINED AND FORWARDED TO

THE APPROPRIATE PARTY UPON COMPLETION

OF PROJECT.

3) POWER (120VAC) TO ALL FIRE ALARM AND

SECURITY PANELS SHALL BE SUPPLIED FROM

DEDICATED, UNSWITCHED AND CLEARLY

IDENTIFIABLE SOURCES.

4) ALL DEVICES EITHER INSTALLED WITHIN THE

SCOPE OF THIS PROJECT OR EFFECTED BY THIS

PROJECT SHALL BE TESTED.

5) ALL CABLE SHALL BE RATED FOR THE

ENVIRONMENT IN WHICH IT IS INSTALLED.

6) ALL WORK SHALL BE PERFORMED IN A

PROFESSIONAL MANNER.
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D

2-BITE

BROWNIE

MW TABLE

4' GRANOLA

MW TABLE

2' MW

1'-6" MW

15' SELF SERVE BREAD/

PASTRY/ BAGUETTE

1
1
'
 
S

.
S

.
 
P

I
Z

Z
A

4' COFFEE

COND.

8
'
 
G

R
O

W
L
E

R

S
T

A
T

I
O

N

20' SPECIALTY MD

12' CHEESE MW

LOW

CHEESE

MW

(47) FROZEN DOORS

+

(5) FROZEN BREAD DRS.

11' x 3' BUTCHER

BLOCK TABLE

ORCHID DISPLAY

12345678910

(
8
0
)
 
L
A

R
G

E
 
C

A
R

T
S

(
5
2
)
 
S

M
A

L
L

C
A

R
T

S

4
'
 
B

A
B

Y

C
O

O
L
E

R

W
H

O
L
E

B
A

B
Y

H
O

U
S

E
W

A
R

E
S

H20

OPTIMIZER

4
'
 
C

O
F

F
E

E

C
O

O
L
E

R

4
0
'
 
G

R
O

C
E

R
Y

4
4
'
 
G

R
O

C
E

R
Y

4
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G

R
O
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E
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Y

4
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E
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Y

4
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Y

4
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'
 
G

R
O
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E
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Y

4
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'
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R
O
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E
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Y

4
4
'
 
G

R
O

C
E

R
Y

2
1
'
 
W

.
B

.
 
"
O

P
T

O
"
 
S

H
E

L
V

I
N

G
 
(
T

A
L
L
)

2
1
'
 
W

.
B

.
 
F

A
C

E
 
C

A
R

E
 
(
T

A
L
L
)

1
2
'
 
W

H
O

L
E

 
B

O
D

Y
 
(
L
O

W
)

1
2
'
 
W

H
O

L
E

 
B

O
D

Y
 
(
L
O

W
)

1
2
'
 
W

H
O

L
E

 
B

O
D

Y
 
(
L
O

W
)

1
2
'
 
W

H
O

L
E

 
B

O
D

Y
 
(
L
O

W
)

1
2
'
 
W

H
O

L
E

 
B

O
D

Y
 
(
L
O

W
)

1
2
'
 
W

H
O

L
E

 
B
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D

Y
 
(
L
O

W
)

1
2
'
 
W

H
O

L
E

 
B

O
D

Y
 
(
L
O

W
)

1
2
'
 
W

H
O

L
E

 
B

O
D

Y
 
(
L
O

W
)

NEW WB TABLES

& FIXTURES

WB ENDCAP

1
5
'
 
W

.
B

.
 
"
O

P
T

O
"
 
S

H
L
V

.
 
(
T

A
L
L
)

1
5
'
 
W

.
B

.
 
A

C
T

I
V

E
 
L
I
V

I
N

G
 
(
T

A
L
L
)

2' WB

DESK

WINE STACKS

3' x 3' FIELD BINS

3' x 3' FIELD BINS 3' x 3' FIELD BINS

3' x 3' FIELD BINS

24' MARKET RUN

3' x 3' FIELD BINS

24' MARKET RUN

3' x 3' FIELD BINS

24' MARKET RUN

NUT BUTTER/

HONEY ENDCAP

HOUSEWARES

ENDCAP

1
2
'
 
(
L
O

W
 
M

A
D

I
X

)
 
W

I
N

E

1
2
'
 
(
L
O

W
 
M

A
D

I
X

)
 
W

I
N

E

1
2
'
 
(
L
O

W
 
M

A
D

I
X

)
 
W

I
N

E

1
2
'
 
(
L
O

W
 
M

A
D

I
X

)
 
W

I
N

E

1
6
'
 
(
L
O

W
 
M

A
D

I
X

)
 
W

I
N

E

1
6
'
 
(
L
O

W
 
M

A
D

I
X

)
 
W

I
N

E

1
6
'
 
(
L
O

W
 
M

A
D

I
X

)
 
W

I
N

E

1
6
'
 
(
L
O

W
 
M

A
D

I
X

)
 
W

I
N

E

BULK COFFEE

ENDCAP

2
0
'
 
T

A
L
L
 
W

I
N

E

WINE STACKS

WINE STACKS

WINE STACKS

8' BARGE BULK

8' BARGE BULK

8' BARGE BULK

BULK

TABLES

BULK

TABLES

BULK

TABLES

3
2
'

G
R

O
C

E
R

Y

4
'
 
P

E
T

C
O

O
L
E

R

P
E

T
 
T

R
E

A
T

3
6
'
 
G

R
O

C
E

R
Y

3
6
'
 
G

R
O

C
E

R
Y

3
6
'
 
G

R
O

C
E

R
Y

3
6
'
 
G

R
O

C
E

R
Y

3
6
'
 
G

R
O

C
E

R
Y

3
6
'
 
G

R
O

C
E

R
Y

3
6
'
 
G

R
O

C
E

R
Y

3
6
'
 
G

R
O

C
E

R
Y

4
'
 
E

N
E

R
G

Y

C
O

O
L
E

R

CASE

STACK

CASE

STACK

VALUE

WINE

STACK

S
H

A
S

H
I
M

I

C
O

O
L
E

R

8' SMOKED SEAFOOD 30' SEAFOOD SERVICE

6' x 8' DBL.

DOOR

MW

2
0
'
 
G

R
A

V
I
T

Y
 
B

I
N

S

3' x 3'

SPECIALTY

TABLE

3' x 3'

SPECIALTY

TABLE

3' x 3'

SPECIALTY

TABLE

G
R

I
L
L
E

D

V
E

G
E

T
A

B
L
E

S

L
E

T
T

U
C

E
 
E

N
D

R
I
C

E
 
E

N
D

P
A

C
K

A
G

I
N

G

E
N

D

3' x 5' TRAIL

MIX BAR

4' x 4'

CANDY

3' x 5'

COOKIES

BY THE #

3' x 5'

B&B

BAKERY

NESTING

TABLES (2)

8
'
 
V

E
N

D
O

R
 
B

R
E

A
D

2
4
 
T

A
B

L
E

 
S

E
A

T
S

SHOE CUBBIES

STROLLER DROP-OFF

8' CONDI.

& T/C/R

8
'
 
C

O
N

D
I
.
 
&

 
T

C
R

 
W

/

B
U

S
 
T

U
B

8
'
 
C

O
N

D
I
.
 
&

 
T

/
C

/
R

14' X 32" SHUFFLEBOARD

6' DOUBLE

DOOR

ICE TROUGH

8' GIFT BASKETS

9
'
 
C

A
R

D
S

5
'
 
M

O
B

I
L
E

C
A

R
T

18' JUICE

ICE BIN

AMBIENT

PRODUCE

AMBIENT

PRODUCE

AMBIENT

PRODUCE

LOW MILLWORK

SHELVING

18' SOUPS/CHICKEN/BBQ

4
'
 
R

O
T

I
.

C
H

I
C

K
E

N

4
'
 
R

O
T

I
.

C
H

I
C

K
E

N

5' X 24" SSWT

3' X 24" SSWT

5' X 24"

FEWT

VINTAGE

MENU BOARD

(WALL MTD.)

6' X 7' DOOR

(5) PALLET STACKS (5) PALLET STACKS

(3) PALLET DROPS

KEG

COOLER

157

BUS'G CART

4' BUS STATION

M
E

A
T

 
H

O
T

P
L
A

T
E

5
 
H

O
T

/
C

O
L
D

W
E

L
L
S

PLATE

RAIL

6
'
 
C

H
O

P

S
T

A
T

I
O

N

PALLET

STACKS

PALLET

STACKS

S
T

A
N

D
I
N

G
 
H

T
.

C
O

U
N

T
E

R

(
2
)
 
1
8
X

6
0
 
S

S
W

T

4
'
 
x
 
1
0
'
 
W

O
R

K

T
A

B
L
E

2' x 4' ROLLING

TABLE

POT

RACKS

ABOVE

POT

RACKS

ABOVE

1

8

x

6

0

S

S

W

T

1

8

x

6

0
S

S

W

T

CART FOR

MICRO.

8' DECORATING

TABLE

DOUGH

BOXES

POT RACK ABV

10'x5" POLYTOP

W.T.

18" SHLV'G ABV.
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7
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50"

FLAT-

SCREEN

EXIT

MOBILE OUTDOOR

REGISTER

OUTDOOR FLORAL &

GARDEN CENTER

KIDS TREE

SLIDE

6
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E
R

 
S
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S

6
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REFRIGERATED

5'-10 1/2"
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HEADER

TRASH

TRASH
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U

N
T
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R

 
S
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A

T
S

3'-6"

TRASH

3'-6 1/2"

6' X 8' DOOR

55" LCD TV

55" LCD TV
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JUICE
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MEAT

SHOPPE
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SERVICE
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JUICE PREP
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CUTTING
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156
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55" LCD TV
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ALL WIRING BELOW 10' TO

BE INSTALLED IN 

3

4

" EMT

COMMUNICATION

SIGNAL LINE

CIRCUIT (SLC)

CIRCUIT APPLICATION

VISUAL NOTIFICATION

CIRCUIT

FACP / RPS

14/2 FPLP

CABLE

WIRE TYPE CIRCUIT ORIGIN

16/2 FPLP

CABLE

FACP

FACP18/4 FPLP TWISTED CABLE

C

WIRE ID

A

AD

WIRE SCHEDULE

REMOTE TEST STATION DUCT SMOKE DETECTOR

18/4 FPL CABLE

RT

INITIATION CIRCUIT

(IDC)

18/2 FPLP

CABLE

MODULE TO

DEVICE

D

AND

18/2 FPL CABLE

FIRE ALARM SYSTEM SYMBOL LEGEND (EXISTING DEVICES)

SYMBOL DESCRIPTION MFG MODEL BACKBOX

A

120 VAC BY OTHERS

2 DEDICATED

PHONE LINES

BY OTHERS

C3

C6

120 VAC BY OTHERS

C4

C5

D D
D

RT

D

RT

D

RT

D

RT

WP

C1

NAC4

C7

NAC5

NAC6

NAC7

C2

120 VAC BY OTHERS
D

BOOSTER #2

TROUBLE

D

D

RT

D

RT

D

RT

D

RT

D

RT

D

RT

D

RT

D

RT

BOOSTER #1

TROUBLE

C2

C8
NAC8

C10

C9

C11

NAC9

NAC10

NAC11

C12

NAC12

IPGSM (TX)

TROUBLE

D

FIRE HAT

SHUNT TRIP

ALT ELEV. RECALL

ELEV. RECALL

D

RT

D

RT

D

RT

D

RT

SPARE

SPARE

SPARE

QTY

D
D D

D

SYSTEM ADDITIONS

SYSTEM ADDITIONS

SYSTEM ADDITIONS

SYSTEM ADDITIONS

SYSTEM ADDITIONS

SYSTEM ADDITIONS

EXISTING DEVICES

FIRE ALARM SYSTEM SYMBOL LEGEND (EXISTING DEVICES)

SYMBOL DESCRIPTION MFG MODEL BACKBOXQTY

NEW DEVICES

SYSTEM ADDITIONS

SYSTEM ADDITIONS

SYSTEM ADDITIONS

D DD

SYSTEM ADDITIONS

SYSTEM ADDITIONS
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TYPICAL DEVICE MOUNTING HEIGHT

NOT TO SCALE

WITH B350LP BASE CONNECTION DETAIL

SD355 PHOTOELECTRIC DETECTOR

TO NEXT

DEVICE

(WHERE

APPLICABLE)

WIRING FOR B350LP BASE (STYLE 4)

NOTE 1

FROM FACP

THE DETECTOR BASE.

INSTALLED USING TWISTED CABLE.

NOTE 2:  DO NOT  LOOP WIRE UNDER

CONTROL WIRES. 

OF THE DETECTOR HEAD TO CORRESPOND

LOOP ADDRESS.  REFER TO THE FLOOR

PLANS FOR THE DETECTOR DEVICE

TO THE LAST TWO DIGITS OF THE DEVICE

TERMINALS 1 & 2.  BREAK WIRE

RUN TO PROVIDE SUPERVISION

NOTE 3:  OBSERVE POLARITY.  DO NOT GROUND

NOTE 4:  SET THE ROTARY DIALS ON THE REAR

NOTE 5:  RECORD THE LOOP ADDRESS & DEVICE

TYPE IN THE SPACES PROVIDED ON

LOOP ADDRESS.

OF CONNECTIONS.

CONNECTION DETAIL

BG-12LX  MANUAL PULL STATION

PREVIOUS DEVICE

SLC LOOP IN FROM

(+)

(-)

(+)

(-)

NEXT DEVICE

SLC LOOP OUT TO

A SINGLE GANG DEEP BOX OR CAN BE SURFACE

THE BG-12LX CAN BE FLUSH MOUNTED ON

MOUNTED ON A FIRELITE SB-10 BOX.

REAR VIEW

NOTE:

SYSTEM SENSOR P2R, P2RH, P2RKH, SR, SRH, SRK,

SRKH

SYSTEM SENSOR PC2R, PC2RH, PC2RKH, SCR, SCRH,

SCRK, SCRKH

FROM NAC CIRCUIT/POWER

SUPPLY OR PREVIOUS

DEVICE

CONNECTION DETAIL

SYSTEM SENSOR AUDIO / VISUAL DEVICE

FLOW SWITCH
TAMPER SWITCH

RESISTOR

47K END OF LINE

MDF-300 DUAL MONITOR MODULE

SLC LOOP OUT TO

NEXT DEVICE

(+) (-)

SLC LOOP IN FROM

PREVIOUS DEVICE

(-) (+)

COM N.C. N.O.

TO FLOW/TAMPER SWITCH

INSTALL THE MDF-300 MONITOR MODULE IN A

CONNECTION DETAIL

RESISTOR

47K END OF LINE

COM N.C. N.O.

4" SQUARE X 2-1/8" DEEP BOX

NO SCALE

RESISTOR

47K END OF LINE

MMF-300 MONITOR MODULE

SLC LOOP OUT TO

NEXT DEVICE

(+) (-)

SLC LOOP IN FROM

PREVIOUS DEVICE

(-) (+)

COM N.C. N.O.

INSTALL THE MMF-300 MONITOR MODULE IN A

CONNECTION DETAIL

4" SQUARE X 2-1/8" DEEP BOX

TB1

NONRESETABLE/RESETABLE POWER 24V(+)

NONRESETABLE/RESETABLE POWER 24V(-)

RESETABLE POWER 24V(+)

RESETABLE POWER 24V(-)

TB2

JP4

REMOTE PWR SUPPLY SYNC (+)

REMOTE PWR SUPPLY SYNC (-)

TB3

NAC#1 (B+1)

NAC#3 (B+3)

NAC#3 (B-3)

NAC#1 (B-1)

NAC#2 (B+2)

NAC#4 (B+4)

TB4

NAC#4 (B-4)

NAC#2 (B-2)

SHIELD (B)

SHIELD (A)

SLC (A-)

SLC (B-)

SLC (A+)

SLC (B+)

TB10

ACS/ANN-BUS (-)

ACS/ANN-BUS (+)

TB9

SUPERVISORY (NO)

SUPERVISORY (NC)

SUPERVISORY (C)

ALARM (NO)

ALARM (NC)

ALARM (C)

TROUBLE (NC)

TROUBLE (NO)

TROUBLE (C)

TB7 TB8TB6

TB5
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