
TABLES CHAPTER 9

2017 Edition  NATIONAL ELECTRICAL CODE 70 –683

 Articles 352 and 353 — Rigid PVC Conduit (PVC), Schedule 40, and HDPE Conduit (HDPE)

Metric
Designator

Trade
Size

 
Over 2 Wires

40%  60%  
1 Wire
53%  

2 Wires
31%  

Nominal
Internal

Diameter  
Total Area

100%

 mm2 in.2  mm2 in.2  mm2 in.2  mm2 in.2  mm in.  mm2 in.2

12  3∕8 — — — — — — — — — — — —
16  1∕2 74 0.114 110 0.171 97 0.151 57 0.088 15.3 0.602 184 0.285
21  3∕4 131 0.203 196 0.305 173 0.269 101 0.157 20.4 0.804 327 0.508
27 1 214 0.333 321 0.499 284 0.441 166 0.258 26.1 1.029 535 0.832
35 11∕4 374 0.581 561 0.872 495 0.770 290 0.450 34.5 1.360 935 1.453
41 11∕2 513 0.794 769 1.191 679 1.052 397 0.616 40.4 1.590 1282 1.986
53 2 849 1.316 1274 1.975 1126 1.744 658 1.020 52.0 2.047 2124 3.291
63 21∕2 1212 1.878 1817 2.817 1605 2.488 939 1.455 62.1 2.445 3029 4.695
78 3 1877 2.907 2816 4.361 2487 3.852 1455 2.253 77.3 3.042 4693 7.268
91 31∕2 2511 3.895 3766 5.842 3327 5.161 1946 3.018 89.4 3.521 6277 9.737

103 4 3237 5.022 4855 7.532 4288 6.654 2508 3.892 101.5 3.998 8091 12.554
129 5 5099 7.904 7649 11.856 6756 10.473  3952 6.126 127.4 5.016 12748 19.761
155 6 7373 11.427 11060 17.140 9770 15.141  5714 8.856 153.2 6.031 18433 28.567

 Article 352 — Type A, Rigid PVC Conduit (PVC)

Metric
Designator

Trade
Size

 
Over 2 Wires

40%  60%  
1 Wire
53%  

2 Wires
31%  

Nominal
Internal

Diameter  
Total Area

100%

 mm2 in.2  mm2 in.2  mm2 in.2  mm2 in.2  mm in.  mm2 in.2

16  1∕2 100 0.154 149 0.231 132 0.204 77 0.119 17.8 0.700 249 0.385
21  3∕4 168 0.260 251 0.390 222 0.345 130 0.202 23.1 0.910 419 0.650
27 1 279 0.434 418 0.651 370 0.575 216 0.336 29.8 1.175 697 1.084
35 11∕4 456 0.707 684 1.060 604 0.937 353 0.548 38.1 1.500 1140 1.767
41 11∕2 600 0.929 900 1.394 795 1.231 465 0.720 43.7 1.720 1500 2.324
53 2 940 1.459 1410 2.188 1245 1.933 728 1.131 54.7 2.155 2350 3.647
63 21∕2 1406 2.181 2109 3.272 1863 2.890 1090 1.690 66.9 2.635 3515 5.453
78 3 2112 3.278 3169 4.916 2799 4.343 1637 2.540 82.0 3.230 5281 8.194
91 31∕2 2758 4.278 4137 6.416 3655 5.668 2138 3.315 93.7 3.690 6896 10.694

103 4 3543 5.489 5315 8.234 4695 7.273 2746 4.254 106.2 4.180 8858 13.723
129 5 — — — — — — — — — — — —
155 6 — — — — — — — — — — — —

 Article 352 — Type EB, Rigid PVC Conduit (PVC)

Metric
Designator

Trade
Size

 
Over 2 Wires

40%  60%  
1 Wire
53%  

2 Wires
31%  

Nominal
Internal

Diameter  
Total Area

100%

 mm2 in.2  mm2 in.2  mm2 in.2  mm2 in.2  mm in.  mm2 in.2

16  1∕2 — — — — — — — — — — — —
21  3∕4 — — — — — — — — — — — —
27 1 — — — — — — — — — — — —
35 11∕4 — — — — — — — — — — — —
41 11∕2 — — — — — — — — — — — —
53 2 999 1.550 1499 2.325 1324 2.053 774 1.201 56.4 2.221 2498 3.874
63 21∕2 — — — — — — — — — — — —
78 3 2248 3.484 3373 5.226 2979 4.616 1743 2.700 84.6 3.330 5621 8.709
91 31∕2 2932 4.546 4397 6.819 3884 6.023 2272 3.523 96.6 3.804 7329 11.365

103 4 3726 5.779 5589 8.669 4937 7.657 2887 4.479 108.9 4.289 9314 14.448
129 5 5726 8.878 8588 13.317 7586 11.763  4437 6.881 135.0 5.316 14314 22.195
155 6 8133 12.612 12200 18.918 10776 16.711 6303 9.774 160.9 6.336 20333 31.530
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