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ADDENDUM #4


For equipment shutdown on activation of Fire Alarm system, a 1/2” conduit with two (2) #14 conductors will be run from the Fire Alarm Control Panel to the starters for AHU-1, AHU-2 and EF-1 (3 separate runs for the FACP). These pairs of #14 to be connected to the normally closed sets of dry contacts in the FACP and will control the operation of the equipment shutdowns with selector switches in the “Auto” position.

